Analysis of variability in foundation seismic responses by unit at the multi-unit NPP sites using recorded earthquake data.

Jeong-Gon Ha*, Min Kyu Kim*
“Advanced Structural and Seismic Safety Research Division, Korea Atomic Energy Research Institute, 111, Daedeok-Daero 989 beon-gil, Yuseong-gu, Daejeon, Korea
*Corresponding author: jgha@kaeri.re.kr

1. Introduction

Most nuclear power plants in the world are multi-unit sites containing more than one unit. Although an accident coinciding in multiple units has a very low probability, its consequences are very severe. After the Fukushima nuclear power plant accident in 2011, interest in multi-unit Probabilistic Safety Assessment (PSA) has increased, and related research and standards are being developed [1, 2].

Earthquake is natural disasters with widespread impact and is one of the major external events considered in the PSA. The seismic safety of structures and equipment expressed in seismic fragility can be defined as the ratio of the input earthquake load and the capacity of the elements [3]. Therefore, it is essential to accurately determine the seismic input load to the foundation of the structure. However, the response at the foundation level is not the same even for the same reactor located at the same site, and detailed studies on this variability are still lacking.

This study analyzed the variability of the foundation response between units in a multi-unit nuclear power plant site based on the recorded responses of nuclear power plants in Japan. The peak ground acceleration and response spectrum of the foundations in five multiple nuclear power plants were compared.

2. Recorded Earthquake Data

In Japan, earthquake monitoring systems for nuclear power plants are in operation, and some data are provided through the Japan Association for Earthquake Engineering (JAEE) [4]. In this study, the provided data was purchased and utilized for analysis.

The response variability of the foundation during earthquakes was investigated for a total of five nuclear power plants. Table 1 shows the brief information for the nuclear power plant and the recorded earthquake used in this analysis. All plants are multi-unit sites with four or more units. The location of each power plant and earthquake is depicted in Fig. 1 by varying the marker size according to the number of units and the earthquake's magnitude. For the Kashiwazaki-Kariwa nuclear power plant, the two markers was overlaped because the epicentral distance is short within 20 km.

<table>
<thead>
<tr>
<th>NPP</th>
<th>Units</th>
<th>Earthquake</th>
<th>Date</th>
<th>M</th>
</tr>
</thead>
<tbody>
<tr>
<td>Onagawa</td>
<td>6</td>
<td>Miyagiken-Oki</td>
<td>2005.08.16</td>
<td>7.2</td>
</tr>
<tr>
<td>Kashiwazaki-Kariwa</td>
<td>7</td>
<td>Niigata-Chuetsu</td>
<td>2007.07.16</td>
<td>6.8</td>
</tr>
<tr>
<td>Hamaoka</td>
<td>5</td>
<td>Suruga Bay</td>
<td>2009.08.11</td>
<td>6.5</td>
</tr>
<tr>
<td>Fukushima Daiichi</td>
<td>6</td>
<td>Tohoku</td>
<td>2011.03.11</td>
<td>9</td>
</tr>
<tr>
<td>Fukushima Daini</td>
<td>4</td>
<td>Tohoku</td>
<td>2011.03.11</td>
<td>9</td>
</tr>
</tbody>
</table>

3. Seismic Response Variability for Foundation of Reactor Building (RB)

3.1 Peak Ground Acceleration

Fig. 2 shows the peak ground acceleration for each unit's east-west direction acceleration measurements on the foundation of the reactor building (RB). Star markers indicate the mean values of each plant. The larger peak ground accelerations were observed at the Kashiwazaki-Kariwa and Fukushima Daiichi nuclear power plants due to the short epicenter distance and large earthquake magnitude. The variability between units also increased as the mean peak ground acceleration increased, and the maximum difference from the average value was about
0.2g. This difference value is difficult to ignore in the PSA compared to the safe shutdown earthquake criterion of 0.2 for OPR 1000.

### 3.2 Response Spectrum

Fig. 3 and Fig. 4 compare the acceleration response spectrum of the reactor building foundation of the Kashiwazaki-Kariwa and Fukushima Daiichi nuclear power plants. There was a significant difference in the spectral acceleration values for each unit over all frequencies. In particular, the difference was conspicuous at the dominant frequency, where the spectral acceleration was the largest. The maximum difference was greater than 0.7g in both nuclear power plants. These variabilities of the foundation response can be caused by several factors such as the wave propagation, depth of the foundation, and specific soil conditions. However, as the spectrum data shows a very random trend by unit, it is difficult to find the specific reason, and additional analysis is necessary.

### 4. Conclusions

In this study, the variability of the foundation response for each unit in the multi-unit nuclear power plant was evaluated using the earthquake records measured at the five plants in Japan. The peak ground acceleration showed a difference of more than 0.2g, and the spectral acceleration value according to frequency also showed a difference of more than 0.7g for each unit. These variabilities note that it is necessary to appropriately consider it in the seismic PSA of multi-units in the future after more detailed review and assessments.

### Acknowledgement

This work was supported by the Technology Innovation Program of the Korea Institute of Energy Technology Evaluation and Planning (KETEP) granted financial resource from the Ministry of Trade, Industry & Energy, Republic of Korea (No. 20193210100040)

### REFERENCES